ASBESTOS AIR SAMPLING

COMPLETED FOR THE
GENERAL SERVICES ADMINISTRATION

Survey Location:

CHET HOLIFIELD FEDERAL BUILDING
GENERAL SERVICES ADMINISTRATION
24000 AVILA ROAD

LAGUNA NIGUEL, CALIFORNIA 92677

Survey dates:
FEBURARY 14, 2018 & FEBRUARY 15, 2018

Report Date:
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A. EXECUTIVE SUMMARY

On February 14, 2018 and February 15, 2018, the Federal Occupational Health (FOH) inspection team conducted
asbestos air sampling throughout the Chet Holifield Federal Building. Air sampling was conducted to verify that
airborne fiber levels were at appropriate levels. Air samples were collected in common areas, storage rooms, file
rooms and in occupied office spaces throughout the building. A total of sixty-nine (69) air samples, four lab blanks
and three field blanks were collected by Federal Occupational Health and submitted for analysis using Transmission
Electron Microscopy (TEM).

There are no current EPA regulations for general area air sampling and no regulatory action levels for direct
comparison of airborne asbestos levels; however, the US Environmental Protection Agency (EPA) has regulations
for area air sampling within containment after an asbestos abatement has been completed. When performing
general area asbestos air sampling, FOH compares results to the EPA regulations.

Laboratory analysis indicated fiber levels for all samples to be less than 15 structures per millimeter squared (<
15 s/mm?). In structures per cubic centimeter (s/cc) the results ranged from <0.0024 to <0.0048 s/cc of air.

Due to technician / equipment error, 25 of the 69 air samples are considered invalid and the corresponding
laboratory analytical results provided in Section F should be disregarded. The reason for the in-validation of the
samples consisted of errors in calibration of the sampling equipment. These 25 samples should be re-sampled (at
a minimum re-sampling of samples in employee areas) as part of the next round of sampling. These samples
included the following:
o 1-1
1-3
1-4
1-13
1-14
1-24
1-25
1-26
2-30
3-46
3-47
3-49
3-50
3-52
3-53
3-54
3-55
3-57
3-58
3-59
4-40
4-62
4-63
7-64
7-68

For TEM AHERA samples, EPA uses the clearance level of 70 s/mm?’ after an asbestos removal has been
completed. This is the level at which EPA considers the space appropriate to return to general occupancy.
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Analytical results of all air samples indicate that asbestos concentrations were below the EPA clearance level of
70 s/mm?. The Memorandum of Agreement (MOA) between the General Services Administration (GSA) and the
US Citizenship and Immigration Services (USCIS) dated February 15, 2017 states that results less than 0.005 s/cc
are considered acceptable. All results from the air sampling were less than 0.005 s/cc of air.



B. INTRODUCTION

On February 14, 2018 and February 15 2018, U.S. Public Health Service, Federal Occupational Health, inspection
team members, Benjamin Cohn, Jaqueline Jones and Matthew Rodriguez conducted asbestos air sampling at the
Chet Holifield Federal Building located at 24000 Avila Road, in Laguna Niguel, California, 92677. Air samples
were collected in common areas, storage rooms, file rooms and office spaces occupied by government agencies
within the above referenced structure (Please refer to the attached Site Map). A total of sixty-nine (69) air samples,
four lab blanks and three field blanks were collected and analyzed for asbestos fibers using transmission electron
microscopy (TEM) by AMA Analytical Laboratory in Lanham, Maryland.

The Chet Holifield Federal Building is a United States Government Building managed by the General Service
Administration and is occupied by government agencies. The 7-story pyramidal form building was constructed
between 1967 and 1971 and is approximately 1,000,000 square foot in size. It is constructed of angled, painted,
pre-cast concrete panels with reticulation, a textured finish that displays curvilinear forms and recessed anodized
aluminum windows. The building has a concrete frame and the lateral force-resisting system consists of concrete
shear walls and single-level concrete moment frames. This office space has carpeted and tiled floors, painted-
sheetrock walls, drop ceilings, and the supply air is ducted while the return air is transported via the plenum area
above the ceiling.

Before the survey, an opening conference was held with GSA Senior Property Manager Sherry Hutchinson and
Acting Building Manager Jennifer Kim, to discuss the procedures and the locations of the air sampling.

C. METHODS

Air sampling was conducted by drawing a known volume of air through a filter using flow-controlled pumps that
were each pre and post calibrated. Calibration was made by using a Bios Defender 520 Primary Flow Calibrator,
with a representative sampler in line. The filter media used was 0.45-micron pore-size mixed cellulose ester filter
with backup pad. Each sample was collected open-faced in a 25-millimeter non-conducting cassette. Each sample
was collected at breathing zone height. The samples were collected for approximately 2 hours and a sufficient
volume of air was collected to meet the required limit of quantification for TEM analysis as well as meet the
optimum fiber loading on the filter. FOH collected the samples for approximately 2 hours. Air samples were
collected from common areas, storage rooms, file rooms and in occupied office spaces. A total of sixty-eight (69)
air samples, four lab blanks and three field blanks were collected and analyzed for asbestos fiber concentrations
using AHERA TEM. All samples were analyzed by AMA Analytical Laboratory in Lanham, MD, an American
Industrial Hygiene Association (AIHA) accredited laboratory.

D. RESULTS

Laboratory analysis indicated fiber levels for all samples to be less than (<) 15 s/mm2. In structures per cubic
centimeter (s/cc) the results ranged from <0.0024 to <0.0048 s/cc of air. Complete laboratory results and sample
location plans can be found in Section F-Supporting Documents of this report.

Due to technician / equipment error, 25 of the 69 air samples are considered invalid and the corresponding
laboratory analytical results provided in Section F should be disregarded. The reason for the in-validation of the
samples consisted of errors in calibration of the sampling equipment. These 25 samples should be re-sampled (at
a minimum re-sampling of samples in employee areas) as part of the next round of sampling. These samples
included the following:

o -1
o 1-3
o 14
o 1-13
o 1-14



1-24
1-25
1-26
2-30
3-46
3-47
3-49
3-50
3-52
3-53
3-54
3-55
3-57
3-58
3-59
4-40
4-62
4-63
7-64
7-68



E. DISCUSSION AND RECOMMENDATIONS

There are currently no regulations for general area air sampling for asbestos and no regulatory action levels by
which results may be directly compared. The US Occupational Safety and Health Administration (OSHA) has
regulations for worker exposure which entails sample collection by placing the sampling device in the employee’s
breathing zone. However, this was not the case and therefore FOH will not compare the area sampling results to
the OSHA PEL of 0.10 fibers per cubic centimeter. The US EPA has regulations for area air sampling within
containment after an asbestos abatement has been completed. When performing general area asbestos air
sampling, FOH compares results to the EPA regulations. There are some differences in the method of collection
since FOH did not collect the samples in containment but the clearance level is the same.

For TEM samples, EPA uses the clearance level of 70 s/mm? after an asbestos removal has been completed. This
is the level at which EPA considers the space appropriate to return to general occupancy. All of the samples

collected by FOH have levels less than 70 s/mm?.

The MOA between GSA and USCIS states that results less than 0.005 s/cc of air are considered acceptable. All
sample results from this sampling event were less than 0.005 s/cc of air.

FOH recommends that any work that is done above the ceiling, in the plenum area, is completed after hours while
utilizing a negative pressure mini-containment. This will limit the disturbance of the dust on the top of the ceiling
tiles.

F. SUPPORTING DOCUMENTS

The following supporting documents are attached to the report:

Laboratory Report/Chain of Custody for initial sampling (17 pages)



AMA Analytical Services, Inc.

Focused On Results.

Chain of Custody:
Client:
Address:

Attention:

Filter Type:

AMA Sample Number

605802-1
605802-2
605802-3
605802-4
605802-5
605802-6
605802-7
605802-8
605802-9
605802-10
605802-11
605802-12
605802-13
605802-14
605802-15
605802-16
605802-17
605802-18
605802-19

605802-20

605802

FOH Boston Area Office/George Bearer

JFK Building - Room E-110

Government Center
Boston, MA 02203

Michael Pinkerton

MCE

Client Sample Number

2-37-2312
2-38-2301
2-41-2102
2-42-2107
2-44-2107
2-43-2107
3-56-3250
3-51-3355
1-11-1595
1-2-1400
1-8-1000
1-9-1580
4-61-4105
3-45-3101A
6-67-6170
6-66-6000
5-64-5020
5-65-5160
2-36-Corridor

2-32-Corridor

Volume (L)

1335.32

1291.419

1251.873

1242.125

1228.647

1213.872

1388.61

1409.747

1499.128

1171.1025

1311.6075

1311.801

1459.1385

1441.617

1388.084

1395.904

1376.4835

1359.387

1465.7655

1445.36

Job Name:

Job Location:

Job Number:
P.O. Number:

26000 Avila Road, Laguna Niguel, CA

CERTIFICATE OF ANALYSIS

FIH Chet Holifield

Date Submitted:
Date Analyzed:
Report Date:

Date Sampled:
Person Submitting:

Revised:

Summary of Transmission Electron Microscopy

Pore Size:

Area Analyzed (mm?)

0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665
0.0665

0.0665

Analytical Sensitivity

s/cc

0.0043

0.0045

0.0046

0.0047

0.0047

0.0048

0.0042

0.0041

0.0039

0.0049

0.0044

0.0044

0.004

0.004

0.0042

0.0041

0.0042

0.0043

0.0039

0.004

Asbestos
Amount/Type <5pm >=5pum
0

0

Filter Size:

# Non Asbestos Structures

4475 Forbes Blvd. - Lanham, MD, 20706 - (301) 459-2640 - Toll Free (800) 346-0961 - Fax (301) 459-2643

02/21/2018
02/28/2018
02/28/2018
02/14/2018 - 02/15/2018

NG

Lab Code 101143-0

NY ELAP

Lab ID 10920

Michael Pinkerton

03/16/2018 (Revision #1)

25 mm (385 mm?)

Concentration

s/mm?
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15
<15

<15

s/cc

<0.0043

<0.0045

<0.0046

<0.0047

<0.0047

<0.0048

<0.0042

<0.0041

<0.0039

<0.0049

<0.0044

<0.0044

<0.004

<0.004

<0.0042

<0.0041

<0.0042

<0.0043

<0.004

<0.004

Sample Type Comments

N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P
N/P

N/P

1/5



AMA Analytical Services, Inc.

Focused On Results.

®

Chain of Custody: 605802

Job Name:

26000 Avila Road, Laguna Niguel, CA

CERTIFICATE OF ANALYSIS

FIH Chet Holifield

Date Submitted:
Date Analyzed:
Report Date:
Date Sampled:

Person Submitting:

Revised:

Summary of Transmission Electron Microscopy

Client: FOH Boston Area Office/George Bearer Job Location:
Address: JFK Building - Room E-110 Job Number: 9835006590
:s:tir:,m'\;:toczzgfr P.O. Number: Not Provided
Attention: Michael Pinkerton
Filter Type: MCE Pore Size: 0.45 um
AMA Sample Number Client Sample Number Volume (L) Area Analyzed (mm ) Analytical Sensitivity
s/cc
605802-21 2-28-Corridor 1410.29 0.0665 0.0041
605802-22 2-39-Corridor 1443.549  0.0665 0.004
605802-23 2-40-Corridor 1401.236 0.0665 0.0041
605802-25 1-15 1426.43 0.0665 0.0041
605802-26 1-16 1436.09 0.0665 0.004
605802-27 1-17 1206.9 0.0665 0.0048
605802-28 1-18 1271.2 0.0665 0.0046
605802-29 1-10 1391.28 0.0665 0.0042
605802-30 1-7 1402.8 0.0665 0.0041
605802-31 1-25 1249.68 0.0665 0.0046
605802-32 1-26 1198.46 0.0665 0.0048
605802-33 1-3 1211.815 0.0665 0.0048
605802-34 1-1 1155.6 0.0665 0.005
605802-35 1-4 1208.79 0.0665 0.0048
605802-36 1-24 1283.81 0.0665 0.0045
605802-38 Blank1 0.0 0.0 -
605802-39 Blank2 0.0 0.0 -
605802-40 1-20 1674.44 0.0665 0.0035
605802-41 1-23 1631.34 0.0665 0.0035
605802-42 1-21 1426.6 0.0665 0.0041

4475 Forbes Blvd. - Lanham, MD, 20706 - (301) 459-2640 - Toll Free (800) 346-0961 - Fax (301) 459-2643

Asbestos
Amount/Type <5pm >=5pum
0

0

Filter Size:

# Non Asbestos Structures

02/21/2018
02/28/2018
02/28/2018

02/14/2018 - 02/15/2018

Michael Pinkerton

03/16/2018 (Revision #1)

25 mm (385 mm?)

Concentration

s/mm

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

s/cc

<0.0041

<0.004

<0.0041

<0.0041

<0.004

<0.0048

<0.0046

<0.0042

<0.0041

<0.0046

<0.0048

<0.0048

<0.005

<0.0048

<0.0045

<0.0035

<0.0035

<0.0041

Sample Type Comments

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

BLK

BLK

N/P

N/P

N/P

Not Analyzed

Not Analyzed

2/5



AMA Analytical Services, Inc.

Focused On Results.

Chain of Custody:
Client:
Address:

Attention:

Filter Type:

AMA Sample Number

605802-43
605802-44
605802-45
605802-46
605802-47
605802-48
605802-49
605802-50
605802-51
605802-53
605802-54
605802-55
605802-56
605802-57
605802-58
605802-59
605802-60
605802-61
605802-62

605802-63

605802

FOH Boston Area Office/George Bearer
JFK Building - Room E-110

Government Center
Boston, MA 02203

Michael Pinkerton

MCE

Client Sample Number

2-34
2-33
Blank1

Blank2

3-44
3-47
3-49
3-53
3-59
4-60

4-63

Volume (L) Area Analyzed (mm )

1249.28

1286.4

1221.0

1270.59

1237.5

1262.32

1215.6

1253.37

1235.84

0.0

0.0

1392.26

1344.06

1263.6

1290.88

1292.7

1272.92

1475.91

1426.64

1346.63

CERTIFICATE OF ANALYSIS

Job Name: FIH Chet Holifield

Job Location: 26000 Avila Road, Laguna Niguel, CA

Job Number: 9835006590
P.O. Number: Not Provided

Date Submitted:
Date Analyzed:
Report Date:

Date Sampled:
Person Submitting:

Revised:

Summary of Transmission Electron Microscopy

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0

0.0

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

Pore Size: 0.45 um

s/cc

0.0046

0.0045

0.0047

0.0046

0.0047

0.0046

0.0048

0.0046

0.0047

0.0042

0.0043

0.0046

0.0045

0.0045

0.0045

0.0039

0.0041

0.0043

Analytical Sensitivity

Asbestos
Amount/Type <5pm >=5pum
0

0

Filter Size:

# Non Asbestos Structures

4475 Forbes Blvd. - Lanham, MD, 20706 - (301) 459-2640 - Toll Free (800) 346-0961 - Fax (301) 459-2643

02/21/2018
02/28/2018
02/28/2018

02/14/2018 - 02/15/2018

Michael Pinkerton

03/16/2018 (Revision #1)

25 mm (385 mm?)

Concentration

s/mm

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

s/cc

<0.0046

<0.0045

<0.0047

<0.0046

<0.0047

<0.0046

<0.0048

<0.0046

<0.0047

<0.0042

<0.0043

<0.0046

<0.0045

<0.0045

<0.0045

<0.0039

<0.0041

<0.0043

Sample Type Comments

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

BLK

BLK

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

Not Analyzed

Not Analyzed
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AMA Analytical Services, Inc.

Focused On Results.

Chain of Custody:
Client:
Address:

Attention:

Filter Type:

AMA Sample Number

605802-64
605802-65
605802-66
605802-67
605802-68
605802-69
605802-70
605802-71
605802-72
605802-73
605802-74
605802-75
605802-76
605802-77
605802-78

605802-80

605802

FOH Boston Area Office/George Bearer
JFK Building - Room E-110

Government Center
Boston, MA 02203

Michael Pinkerton

MCE

Client Sample Number

3-52
Blank1
Blank2
2-30
3-54
3-55
3-57
3-58
4-62
7-64

7-68

3-50
3-48

Blank1

Volume (L) Area Analyzed (mm )

1380.54

0.0

0.0

1490.58

1543.22

1393.8

1364.85

1368.9

1325.72

1381.76

1414.4

1383.55

1377.22

1403.15

1405.15

0.0

CERTIFICATE OF ANALYSIS

Job Name: FIH Chet Holifield

Job Location: 26000 Avila Road, Laguna Niguel, CA

Job Number: 9835006590
P.O. Number: Not Provided

Date Submitted:
Date Analyzed:
Report Date:

Date Sampled:
Person Submitting:

Revised:

Summary of Transmission Electron Microscopy

0.0665

0.0

0.0

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0665

0.0

Pore Size: 0.45 um

s/cc

0.0042

0.0039

0.0038

0.0042

0.0042

0.0042

0.0044

0.0042

0.0041

0.0042

0.0042

0.0041

0.0041

Analytical Sensitivity

Asbestos
Amount/Type <5pm >=5pum

0

Filter Size:

# Non Asbestos Structures

4475 Forbes Blvd. - Lanham, MD, 20706 - (301) 459-2640 - Toll Free (800) 346-0961 - Fax (301) 459-2643

02/21/2018
02/28/2018
02/28/2018

02/14/2018 - 02/15/2018

Michael Pinkerton

03/16/2018 (Revision #1)

25 mm (385 mm?)

Concentration

s/mm

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

<15

s/cc

<0.0042

<0.0039

<0.0038

<0.0042

<0.0042

<0.0042

<0.0044

<0.0042

<0.0041

<0.0042

<0.0042

<0.0041

<0.0041

Sample Type Comments

N/P

BLK

BLK

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

N/P

BLK

Not Analyzed

Not Analyzed

Not Analyzed

4/5



AMA Analytical Service=. I CERTIFICATE OF ANALYSIS

®

Chain of Custody: 605802 Job Name: FIH Chet Holifield Date Submitted: 02/21/2018
Client: FOH Boston Area Office/George Bearer Job Location: 26000 Avila Road, Laguna Niguel, CA Date Analyzed: 02/28/2018
Address: JFK Building - Room E-110 Job Number: 9835006590 Report Date: 02/28/2018
Government Center P.O. Number: Not Provided Date Sampled: 02/14/2018 - 02/15/2018
Boston, MA 02203
Person Submitting: Michael Pinkerton
Attention: Michael Pinkerton
Revised: 03/16/2018 (Revision #1)
Summary of Transmission Electron Microscopy
Filter Type: MCE Pore Size: 0.45 um Filter Size: 25 mm (385 mm?)
AMA Sample Number Client Sample Number Volume (L) Area Analyzed (mm ) Analytical Sensitivity Asbestos # Non Asbestos Structures  Concentration Sample Type Comments

s/cc
Amount/Type <5pm >=5pum s/mm s/cc

Analytical procedures used meet or exceed the AHERA "Interim Transmission Electron Microscopy Analytical Methods" protocol described in Appendix A to Subpart E of 40 CFR Part 763.
All results are to be considered preliminary and subject to change unless signed by the Technical Director or Deputy.

Analyst(s): Izabelle Mendez, Michael Creaghan, Michael Greenberg

2ol

Technical Director G. Edward Carney

This report applies only to the sample, or samples, investigated and is not necessarily indicative of the quality or condition of apparently identical or similar products. As a mutual protection to clients, the public, and these Laboratories,
this report is submitted and accepted for the exclusive use of the client to whom it is addressed and upon the condition that it is not to be used, in whole or in part, in any advertising or publicity matter without prior written authorization
from us. Sample types, locations, and collection protocols are based upon the information provided by the persons submitting them and, unless collected by personnel of these Laboratories, we expressly disclaim any knowledge and
liability for the accuracy and completeness of this information. Residual sample material will be discarded in accordance with the appropriate regulatory guidelines, unless otherwise requested by the client. NVLAP accreditation applies
only to polarized light microscopy of bulk samples and transmission electron microscopy of AHERA air samples. This report must not be used to claim, and does not imply product certification, approval, or endorsement by NY ELAP,
NVLAP, NIST, or any agency of the Federal Government. All rights reserved. AMA Analytical Services, Inc.

4475 Forbes Blvd. - Lanham, MD, 20706 - (301) 459-2640 - Toll Free (800) 346-0961 - Fax (301) 459-2643 5/5



Record Changes Report

Client:
Client Code:

Chain of Custody:

Date

03/16/2018

FOH Boston Area Office/George Bearer
FOHBOS
605802

Description

Updated sample volumes per client request

4475 Forbes Blvd. - Lanham, MD, 20706 - (301) 459-2640 - Toll Free (800) 346-0961 - Fax (301) 459-2643
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AMA Analytical Services, Inc.

Focused on Results www.amalab.com

ATHA (#100470) NVLAP (#101143-0) NY ELAP (10920)
4475 Forbes Blvd. « Lanham, MD 20706

(301) 459-2640 = (800) 346-0961 « Fax (301) 459-2643

&

CHAIN OF CUSTODY

Mailing/Billing Information:

Submittal Information:

(Please Refer To This
Number For Inquires) /

(o(yS 0B

1. Client Name: FOH Boston Area Office 1. Job Name: FIH Chet Holifield
2. Address 1: JFK Building - Room E-110 2. Job Location: 26000 Avila Road, Laguna Niguel, CA
3. Address 2: Government Center 3. Job# 9835006590 PO. #:
4, Address 3: BOSton MA 02203 4. Contact Person; Michael Pinkerton
5. Phone #: 240-429-7808 Fax #: 5. Submitted by: Michael Pinkerton Signature: 2
Reporting Info (Results provided as soon as technically feasible). If no TAT/Reporting Info is provided, AMA will assign defaults of 5-Day and erﬁmllfax to contacts on file,
AFTER HOURS (must be pre-scheduled) NORMAL BUSINESS HOURS REPORT TO:
[ Immediate  Date Due: [ Immediate [ 3 Da: . Include COC/Field Data Sheets with Report
(124 Hours  Time Due: (1 Next Day 5 Da;{ + [ Reeuls Requirec By Noon Emgil; "ichasl pinkerton @ 2hdknat com
Comments: ) Day Date Due: 2! %f z %- [ Fax; ssoemall LYNDA MCDERMOTT@EFIGLOBAL.COM
3 Verbals:
Asbestos Analysis TEM Bulk Metals Analysis
*PCM Air — Please Indicate Filter Type: 0 ELAP 198.4/Chatfield (QTY) [ Pb Paint Chip (QTY)
( NIOSH 7400 (QTY) 2 NY State PLM/TEM QTY) Q0 *Pb Dust Wipe (wipe type ) (QTY)
(1 Fiberglass (QTY) 0 Residual Ash (QTY) Q*PbAiL____ (QTY)
TEM Air* — Please Indicate Filter Type: [ Pb Soil/Solid TY
s S5 e oM TEM Dust* oil/Soli (QTY)
0 NIOSH 7402 QTY) [ Qual. (pres/abs) Vacuum/Dust (QTY) U Pb TCLP (QTY)
(2 Other (specify. ) (QTY) [ Quan. (s/area) Vacuum D5755-95 (QTY) [ Drinking Water APb__(QTY)Q Cu (QTY) QA As (QTY)
PLM Bulk [ Quan. (s/area)Dust D6480-99 (QTY) U Waste Water O Pb (QTY)Q Cu (QTY)QAs____(QTY)
[ EPA 600 — Visual Estimate QTY) TEM Water L b Funace: (Media ) ()
[ EPA Point Count (QTY) [ Qual, (pres/abs) (QTY) Fungal Analysis ‘
[ NY State Friable 198.1 (QTY) 1 ELAP 198.2/EPA 100.2 (QTY) Collecn.on Appa.ratus for Spore Traps/Air Samples:
[ Grav. Reduction ELAP 198.6 (QTY) L EPA 100.1 (QTY) Collection Media
[0 Other (specify. ) (QTY) — — - (A *Spore-Trap. (QTY) {J Surface Vacuum Dust (QTY)
MISC If.l’ﬁ\'lﬂamples received in good condition unless otherwise noted. Q *Surface Swab (QTY) (2 Culturable ID Genus (Media Y (QTY)
0 Vermiculite (TEM Water samples °C) [ *Surface Tape (QTY) QO Culturable ID Species (Media L (QTY)
U*ASbEﬂOS Soil PLM__(Qual) PLM__(Quan) PLM/TEM__(Qual) PLM/TEM__(Quan)  If field data sheets are submitted, there is no need to complete bottom section. [ Other (Specify. )——(QTY)
It is recommended that blank SST;)\I;SP b:;bu;l;:cl(f g"]g?\lfl[ aAzr ']n]l]d (S)l]l;fuce samplc; / ; N ANALYSIS 5 5 M ATRIX . . CLIENT CONTACT
. ATE VOL (L = & =
CLIENT ID # SAMPLELOCATION/ID _ TIME  WipeArea / E/S8)5/5/8[/5]/8/8]s588]8 / (LABORATORY STAFF ONLY)
Date/Time: Contact: By:
See Attached Field Data Sheets
Date/Time: Contact: By:
Date/Time: Contact: By:
m—
LABORATORY 1. Date/Time RCVD: / [ /1o @ 1% via: Fao &A By (Print): Jf'_-'nf}— Sign =1
P —— 2. Date/Time Analyzed: / ¥4 @ By (Print): S \
(CUSTODY) 3. Results Reported To: Via: Date: / / Time: \Initia]s:

4, Comments:




Air Sampling Field Data Sheet
Page_L of 3_

Date Collected: 0244-18 Job Name:MHali £leld Company: Federal Occupational Health
Contact Person: Job Location: ZHpad> Awla Rd Phone Number:

Job Number: S3Scamfis Address: LoSuna viduely CA Q2011 - Collected By: Ben Cahn
2838006555

S P COC Number:

Sample - Time Flow Rate (LPM) an(ilj-l)'ne

Number Pump # | Floor # Sample Location Total s !

Start Stop (minutes) Initial Final Average
2-31-2312 Z | (SC-2312 Nor+h End. 6150 1003 1133 10112 4468 ||6-04 ||3335.32.
2-38-230\ 2 (SC-230\ Cubicde 23244 08oo lood [ 124 116.061190) o011 1241414
Z2-Yl-2lp Z |¢s¢-2102. Server 6813 | 1014 | [Z6 |lo-o6l [4-810 94355 |1,251.873
Z-42-2lo7 2 ¢5¢-2107 Halwoy by 2112 82| |0Zb | 175 |lo-158 A1l (4437 |I,242.125
21033

Z-4Y-2l51 2 |CSC-2LloT oftrice. P62 0824 | 1032 | 123 |lo-us 186414934 |1228.041
Z-43-2101 Z 5¢-2107 office 2462 10837 |1038 | 171 ||0-102 B46L lo-0321152(3.8
3-56:-3250 3 ksc-occ 3250 Hallway by office 351 1048 [1303 | 135 |lo-341110-175]l0.286|1,383.61
3-51-3355 3 1C5-3355 Socath waul Center 11055 1304 | 134 110746110-295l0 5205 11400741

Please Return Samples To:
i é AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com 5 :




Air Sampling Field Data Sheet

: PageZ of 3
Date Collected:02-14-(2 + & -\S-& Jopb Name:FoH CHet Holicield Company: Federal Occupational Health
Contact Person: Job Location: ZYoon A, Rd Phone Number:

Job Number: 4f3Gsmryiil Address: LeaBeanes (Vi8uel s A 26111 Collected By: B=pl Ceshr

S p  83>sLsse COC Number:

Samble Time Flow Rate (LPM) Vo:ilil)'ne

NumEer pisiie # | Floar# Sample Location — - '

Start Stop (minutes) Initial Final Average
1-11- 1545 | |CS¢-1545 BY caSe Door Nog [1334 [ 144 l0.423 |lo-\13 ||0.268 ||y449.128
|-2- 1400 | I€5¢- Raom Moo BY Service winda| WZH |13\ | |15 |l0313 |l0.054/lo. J;IJ_LIQLE‘ ‘ﬁ
1-8- lowo | |¢S¢-loon By EntrY Deor 1133 (1342 | |29 |lo-267 |l6.063])0.1675]1,311- 6415
-4-1580 | |Cs¢- 1580 oftice 13004 U4 |1342 | )79 llo-230 lo-058/l0.164, 1,313l

Y-\~ Ylos H_WRO-Ylo5 Secured storase gocnn| 0o |lool | 141 |lo-4z1|lo-27|lo-3485 1,459, 1335

3-H5-314A 3 05I-3lolA Next to Printer 0744 |Joo7 | 138 |0-524 lo 3616 445 \,441 617

o-6T-6170 b LwRe-GlTo Back office 0758 |10 | 136 |lo-279)10 13410 2065),382034

b-6bo-lapo0 b [TE-Gooo cube by Arirer Adams. |080M | 1020 | |30 110-313 |I5-215l0 26 |1,395904

Please Return Samples To:

AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, in fo@amalab.com ! j



Air Sampling Field Data Sheet

2.~ 1S =15~ Page 3 of 3
Date Collected: (Dbl Job Name: EAH Ched Hplifield Company: Federal Occupational Health
Contact Person: Job Location:ZHnear> Qv o fRd. Phone Number:
Job Number: M Address:MMl_,cﬂ A2677 Collected By:ﬂa Cohn
F825006Ss,
S P COC Number:
s s Time Flow Rate (LPM) Vol(l:Te
am .
Numger Pump # |Floor # Sample Location Total - .
Start Stop (minutes) Initial Final Average
5-loY-5020 5 lRP- 820 cube by Eirst Aid 0313 |In26 | 133 llodos 079y llo 3145 15376.4335
- 131
-(p5- D [I/E-Blbo Cube by Breakrom082Z 1033 | TR |lo-344 |4.355 |lo 311 1,354
\2-36-Corridor L [2-3G Corridor benind 230p |IO4Z |1323 | |4 |6y |lo-374/l0-3455 iy Yes 7655
232-Corrider L _12-32 corridor by 2-T-22 |loYT )37 | 1Up 0434 l6264]10.324 1545, 30
B :
Z2-28 cotrider 2 1228 corridor 2203 10s3 1313 | 140 |lo-217 1430 |lb 07351, 410. 24
7-30corricdar Z |2-39 Coreidor bY2Ilo5 Moo 1318 | 132 |loyy Jo-441lo. U]l 443 544
Z-Uo-Cotridar Z |Z-Uo Corridor putside ecym N\ o8 [|322.| 137 llo-314]lo -z lo-222 |i,401 236

Please Return Samples To: '
i é AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com ! 1




Air Sampling Field Data Sheet

» Page_L of_l_
Date Collected: 2/14/18 Tob Name; - OH Chet Holifield Company: Federal Occupational Health
Contact Person; Michael Pinkerton Job Location: Phone Number: 310-854-6300
Job Number: 9835006590 Address: 26000 Avila Road Collected By:_ DACOVELIPE  JoES
S P Laguna Niguel, CA 92677 COC Number;
s | Time Flow Rate (LPM) Volume
ample i (L)
Number Pump # |Floor # Sample Location Total e -
Start Stop (iminutes) Initial Final Average
s '3 .
}‘(S IsT O’Ff\'_\fﬁ )[ﬂ‘go (&} “ ]3 ILD Jo.co |G 99 %75 f,‘fZ‘&’.‘B
|- ) Roowr (© o> 13" | )l je.of | j0.3b | 10185 |]u3k.09
= S .
|- 1 f Roe™ 3 N7 113% [12S |22 |21 |59 |) 2ot
(v] A X
j =il / } &% ks W' 113* | Ige | 915 |40 [90§ |i2702
s 23 .
[=i]0 / AvSacerT B @ - CAToaclc }{' 13 | % jo.2¢ | 1018 Jo23 |],%2%
_ 24 Y
| -7 J/ OSTS DE of [Ron J225S I |3 157 | 1e29 [1e2 ] oS ), oLk
| —— e —
g{.ﬂr—)\L \ P‘ft.:b gLr‘)r—)lL — \_’/ \M’
= ﬂ’/ R ——] s/
@,La.&t Z gfﬁ LED eLfrPK \-——-—""’—'— [~

Please Return Samples To:
! ;! AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com ! !



Date Collected: 2/14/18

Contact Person: Michael Pinkerton

Air Sampling Field Data Sheet
Job Name: FOH Chet Holifield

Job Location:

Page_| of \_
Company: Federal Occupational Health
Phone Number; 3 10-854-6300

Job Number; 9835006590 Address:; 26000 Avila Road Collected By:_ SACQOEL1P T oS
S P Laguna Niguel, CA 92677 CO6 Number:
s | Time . Flow Rate (LPM) Volume
ample ; (L)
Number Pump # | Floor # Sample Lpgation Total " i
Start Stop (minutes) Initial Final Average
|l s Legne Boon (63 55 | 10 | 127 |18.98 | s> |j2.3y | 1,562 1%
,-?C&’ / OSTE IDE 65 B0 m (9 bsol, | |0 Y 1945 190 |14 1S f,7Sﬂ).'NfJ
5 4 .
=3 ( Pogty West e (amr Poo) |05 |16 el e |a 75 [M.515 | 1,756 .32
. 32 S
= \ [LAase Da [Poom | YO O% |© Izo (.2t | o |jal7s |1,62f
; - 37 : ;
[- ) Ricteyor e Brnwe Mraews 053" | 10¥ | )21 | 124 |33 |10.65 |2.093L8
|~2¥ L (D€ ST Doon o5“" 167 121 |rz3v |lees | bl |2,0098
Please Return Samples To:
! é AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com i é



Air Sampling Field Data Sheet

. Page | of *_
Date Collected: 2/14/18 Job Name: FOH Chet Holifield Company: Federal Occupational Health
Contact Person: Michael Pinkerton Job Location: Phone Number: 3 10-854-6300
Job Number; 9835006590 Address; 26000 Avila Road Collected By:_ MaT1 Poseicots
S P Laguna Niguel, CA 92677 COC Number:
s I Time Flow Rate (LPM) Volume
ample . (L)
Number Pump # | Floor # Sample Location Total
Start Stop (minutes) Initial Final Average
; L e
}<20 \ C-t> 7“ ](95 (Y [1o.w |16.36 | jo,21 | [,L74. WM
v A = _ ;
1-23 \ G 4 §°° |10t | 167 | |22 w_ | e |63
i
, (5 ES 2
=21} \ |oTgece  [Cou-oFf Yee®2 | & \© [Lﬁo ©.23 | le.ig | 1019 | | M2Gl
. 2|
<22 \ i gﬁ lo It ©-2' |[le.1) le.2M | |,249.%8
7
| -l | Dooe \2ee T %3& !Ou \2% 1o1e {00l | jo.05 |1, 7&0b.Y
3
1-S ; g Codite JooTsde offee 120 | ¢ 4> 1582 | (56 | (022 1635 | 6.1 | 771
.. 7 i - 22303 [ | 2% | 123 |re > %% [1,170.9
-2 ' CosSeogr s Peo: r (3 14735 \ te.ss | jo. 23 1, 17059
L3 "
2-29 r PP Tug poo™ o9 |13 W24 | 1eer | 4.495 | 4.4 |1, 737.54

Please Return Samples To:
5 g AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, infof@amalab.com E é




Date Collected: 2/14/18

Contact Person; Michael Pinkerton

Air Sampling Field Data Sheet

Job Name: FOH Chet Holifield

Job Location:

Page_2 of _&
Company: Federal Occupational Health
Phone Number: 5 10-854-6300

Job Number: 92835006590 Address: 26000 Avila Road Collected By: Mpm Rodeicoez
S P Laguna Niguel, CA 92677 COC Number:
Sample Time Flow Rate (LPM) Volume
. L)
Number Pump # | Floor # Sample Location —
Start Stop (minutes) Initial Final Average
2\ . i?
W‘? = “Z ZK{ 703 i > Ji% [z lo.x le2Y | lo.l§ l, 2613
= , : | & ;
Z gs Qf’f“L‘sr‘Qf—QCD ” ]%lf{ |20 Je.22 | &. 4 4% hsz_w
)
C L +] o
2-3" 24eLC I I3 123 |02 |t | o5 | h 253D
= %”3 - 15 = )
2 cnt Qo[ TP fuas I 13 122 | 6.0 |lb.oF | 1o | 1,2358
" EEE——
T A — o - b, | N
gt T B S, e B —

&

Please Return Samples To:

AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com E i



Date Collected: 2/15/18

Contact Person: Michael Pinkerton

Air Sampling Field Data Sheet

Job Name: FOH Chet Holifield

Job Location:

Page_\ of i
Company: Federal Occupational Health
Phone Number; 310-854-6300

Job Number: 9835006590 Address; 26000 Avila Road Collected By:__3AcQOELIPT JoNTS
S P Laguna Niguel, CA 92677 COC Number:
s I Time Flow Rate (LPM) Volume
ample . (L)
Number Pump # | Floor # Sample Location — - .
Start Stop (minutes) Initial Final Average
of : "
) ) J } Q.;)\_-,“H % )-S‘T (Q(C}QQ C:LﬁJwﬁ [N (8 &2 _:’-} 'OO? i BL( /O lﬁ ,L,St,{ I3 %7 ]r 34e
- ) [
| =15 | Cire Poow (bbb 65 |10 | [ 31 | |en | | 1Eeent
o ras
2 Y 55 e 226 o5 |O | 26 .39 14,0 | iy 5 |,524 4o
1 = %
- z5 -
o 3 | gowe 2SS o§'" [106%7 1125 | a9 |13 |1ss |)uzs o
- LTS 29 .
2. 49 2 Lo vve e % o 129 | o1 |te7 |30y | 0SS 32
. 33
—?)c‘_%?) 3 S,_g[‘x% 3YS ( o8& }0'5‘1 } ?‘/ 1.7 b2 5y [ Z, (66.42
= - u
> 53 F)) % , § & IO R / 30 J ‘58 7 (5. o | [te.20 Z( 723540
: it e S
et L So e Yo ovwies Hies [0*" |13 130 | 1238 |15 250 | T, 50040

AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com

Please Return Samples To:

&\



Date Collected: 2/15/18

Contact Person: Michael Pinkerton

Air Sampling Field Data Sheet
Job Name: FOH Chet Holifield

Job Location:

Pagez of &
Company: Federal Occupational Health
Phone Number:; 310-854-6300

Job Number: 9835006590 Address: 26000 Avila Road Collected By:_SACOOEL S SOOES
S p Laguna Niguel, CA 92677 COC Number:
s I Time Flow Rate (LPM) Volume
ample g (L)
Sample Location
Alimbar  [umpé | Floor# Start Sto Total Initial Final | Average
P (minutes) g
S L {roo fe== 24 135 Jyvo | B.65 | j ) &67 30
IS7 % ‘
252 3 2-5.2¢ I 2 133|129 | Peo | 1995 | 23617
Reqett (Qiff.?) @crrPK
Pcaetz Lats Bampit NU -
'_‘—‘__—‘—‘———

&\

Please Return Samples To:

AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com E ﬁ



Date Collected: 2/15/18
Contact Person: Michael Pinkerton

Air Sampling Field Data Sheet

Job Name: FOH Chet Holifield

Job Location:

Page_|

ofi

Company: Federal Occupational Health

Phone Number:; 310-854-6300

Job Number; 9835006590 Address; 26000 Avila Road Collected By: Mfﬁ’r Rovetcocz

S P Laguna Niguel, CA 92677 COC Number:

s I Time Flow Rate (LPM) Volume

ample (L)
Number Pump # | Floor # Sample Location — - .
Start Stop (minutes) Initial Final Average
2-36 Z Satay Raw 29 L e |y [led |13 e | 1168 | L7ve3
254 —5 Miﬂ@@cow VA uc }Bbou e B 755 1O 3 S| j6.22 | IL3Y | Je.og |, b27.7¢]
OOTS (DHE TEACKEZS loopce . .
2.55 2 o U %fo fan | & jo.qo | [T.26] 1.0 | |,£732
AcRosg 2-3 Yian oy }
7
S 23 OOTS MDE 3306 $ l63® - 135 fo.tl | 11Og | 10:66 | 30,5
. 7 o .

155 3 CoTS IDE PSS < 16% 1135 |jo.M |12 |03 | 1,523

T - U4 CaT oFtFicce 5 e [ 453.0/
H 2 e 13 jo 1T | 13,85 | I1.§¢ | 553

- se s
7-0H4 7 LoE ST HALWVUAY |0 13%¢ | 130 | 1ot |30 | 1073 |),4St5s
5 7 ‘ = Y4 s o¥ L -

7 -l Ld>AaTE - T¥ |© [3 13 le.ve |12 | 16.8 | |\ N&s. e

&

Please Return Samples To:

AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info(@amalab.com

&\



Date Collected: 2/15/18

Air Sampling Field Data Sheet

Job Name: FOH Chet Holifield

Page = of
Company: Federal Occupational Health

Contact Person; Michael Pinkerton Job Location; Phone Number: 310-854-6300
Job Number: 9835006590 Address; 26000 Avila Road Collected By: MaTr Povewoct
g P Laguna Niguel, CA 92677 COC Number;
s | Time Flow Rate (LPM) Volume
ample . (L)
Niitiibas Pump # | Floor # Sample Location —
Start Stop (minutes) Initial Final Average
c O ) Y ? p—
|=19 | Lgar Eyewnst ff’u) 119 | 1! 12 | jo.0% | 1057 | 16.33 | |, 38355
=3 ‘ - DA 1S B oY ‘ (9 '3) o y 2p j 3}721
|- beae Cifs v ., I 13 13 jo.e |31 o3¢ | I
2. 8O 7 Atross 360 By Ciee Bampsk®h 3 | BEQ 123 | 1853 .o | o3 | 14633
¢ 5 & | O ¢ 29 @ | o (H.CD YoS.18
2-Y§ Rooy 3 [ 13 | >3 (- |1eb3 | jo.52 | IvoS.
B (4 |¥) t l bl v\_//’—h\qﬁ—-—r"”‘—- e e — —

&\

AMA Analytical Services, Inc., 4475 Forbes Blvd., Lanham, MD 20706, (800) 346-0961/(301) 459-2640 Fax, www.amalab.com, info@amalab.com

Please Return Samples To:

A4\
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